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31702 E-284, E-275 78 RGS-PVC coated conduit 436.32 1935.24 [UP210-1B-18B 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
UP210-1B-2 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
Pull rope Soft-Fiber Polyester
3703 E-284 53 RGS-PVC coated conduit 725.01 879.42 |[UP210-1B-3 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
UP210-1B-4 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
Pull rope Soft-Fiber Polyester
UP210-1B-3C 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
3704 E-284, E-285 53 RGS-PVC coated conduit 436.32 879.42 |[UP210-1B-4 2 + 1 .gnd #12,#12, 600 V, RHH/RHW insulation
o UP210-1B-3C 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
- qu UP210-1B-3A 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
) N Pull rope Soft-Fiber Polyester
o ]
ol 3705 E-284, E-275 53 RGS-PVC coated conduit 315.59 | 879.42 [UP210-1B-3B 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
oY UP210-1B-4 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
Ia:J r<3( Pull rope Soft-Fiber Polyester
o UP210-1B-3C 2 + 1 gnd #8, #10, 600 V, RHH/RHW insulagtion
s o~ o~
pas 5 5 3706 | E-284, E-275 | 53 | RGS-PVC coated conduit 241.67 | 879.42 |UP210-1B-5 2 + 1 gnd #8, %10, 600 V, RHH/RHW insulation
N UP210-1B-5C 2 + 1 gnd #8, #10, 600 V, RHH/RHW insulation
o 2 y AB=< 412, 600 V, RHH/RHW insulation
/2\([Pull rope Soft-Fiber Polyester )
N\ > AN AN AN
>
2% o 3707 | E-284, £-275 | 53 | RGS-PVC coated conduif 247.67 | 879.42 [UP210-18-6 2 + 1 gnd #12, #12 600 V, RHH/RHW _insulotion
28 o UP210-1B-5A | 2 + 1 gnd #8, #10, 600 V, RHH/RHW insulation
23 ¢ PRI AB<5C 0 V, RHH/RHW insulation
o=| O /2X(|Pull rope Soft-F iber Polyester )
j:ﬂ % A A AN AT
oo © 3708 E-284, E-275 53 RGS-PVC coated conduit 241.67 879.42 |UP210-1B-58B 2 + 1 gnd #8, #10, 600 V, RHH/RHW insulation
UP210-1B-5C 2 + 1 gnd #8, #10, 600 V, RHH/RHW insulation
4 AP 00 V, RHH/RHW insulation
/2X[Pull rope Soft-F iber Polyester )
[=
'; ; 3800 E-284, E-275 53 RGS-PVC coated conduit 387.11 879.42 |UP210-1B-8 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
< <§( Pull rope Soft-Fiber Polyester
w| T UP210-18B-7 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
zQ UP210-1B-7C 2 + 1 gnd #8,#10, 600 V, RHH/RHW _insulation
>| W
° 5‘ 3801 E-284 53 RGS-PVC coated conduit 483.34 879.42 |UP210-1B-8 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
gl © Pull rope Soft-Fiber Polyester
a 2 UP210-1B-7A 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
W o~ UP210-1B-7C 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
W
@
3802 E-284, E-275 78 RGS-PVC coated condui+ 436.32 | 1935.24 |Pull rope Soft-Fiber Polyester
up210-1B-8 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
UP210-1B-7C 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
UP210-1B-7B 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
=
g 3803 E-284, E-275 53 | RGS-PVC coated conduit 725.01 879.42 |UP210-1B-10 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
= Pull rope Soft-Fiber Polyester
= UP210-1B-9 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
§ UP210-1B-9C 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
2
=
= 3804 E-284, E-285 78 | RGS-PVC coated conduit 436.32 1935.24|Pul | rope Soft-Fiber Polyester
s UP210-1B-10 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
—_ UP210-1B-9A 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
; UP210-1B-9C 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
<
& 3805 |E-284, E-215 53 |RGS-PVC coated conduit 337.90 | 879.42 |UP210-1B-10 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
= Pull rope Soft-Fiber Polyester
' UP210-1B-98 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
UP210-1B-9C 2 + 1 gnd #8,#10, 600 V, RHH/RHW insulation
-
E 3806 E-284, E-275 53 RGS-PVC coated conduit 241.67 879.42 |UP210-1B-12 2 + 1 gnd #12, #12, 600 V, RHH/RHW insulation
8 UP210-1B-11 2 + 1 gnd #8, #10, 600 V, RHH/RHW insulation
= P AB< 0 V, RHH/RHW insulation
o /2\(|[Pull rope Soft-Fiber Polyester )
S 3807 E-284, E-275 53 RGS-PVC coated conduit 241.67 879.42 |UP210-1B-11A | 2 + 1 gnd #8, #10, 600 V, RHH/RHW insulation
= UP210-1B-11C 2 + 1 gnd #8, #10, 600 V, RHH/RHW insulation
= E P ~B< 12,600 V, RHH/RHW insulation
wn /2\(|[Pull rope Soft-Fiber Polyester )
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3808 E-284, E-275 53 RGS-PVC coated conduit 241.67 879.42 |UP210-1B-12 2 + 1 gnd #12, #12, 600 V, RHH/RHW insulation
UP210-1B-118B 2 + 1 gnd #8, #10, 600 V, RHH/RHW insulation
HANAARAAANIRNIS AR 600 V, RHH/RHW insulation
Y a a a aa aaa a a a a a a aa a aa aaa a e Pull rope Soft-Fiber Polyester \
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4009 S[E-71A 372\ 53 |RGS-PVC coated conduit 60.80 879.42 |Pull rope Soft-Fiber Polyester
E UP104-5 2 + 1 gnd #10,#10, 600 V, RHH/RHW insulation
4010 C[E-71A 3 53 |RGS-PVC coated conduit 98.42 879.42 [UP104-12 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
} 5 Pull rope Soft-Fiber Polyester
g § UP104-10 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
4011 % E-71A4 53 RGS-PVC coated conduit 0.00 879.42 |Pull rope Soft-Fiber Polyester
4029 $[E-72A < 78 [RGS-PVC coated conduit 1217.21] 1935.24 [1201-5 1-3/C #14,600 V, EPR insulation
Y’ UP105-15 1-2/C + gnd #8,600 V, EPR insulation
Pull rope Soft-Fiber Polyester
1201-4 1-9/C #16,600 V, EPR insulation
1201-3 1-3/C #14,600 V, EPR insulation
1201-1 1-2/C + gnd #8,600 V, EPR insulation
1201-6 1-2/C + gnd  #8,600 V, EPR insulation
1201-2 1-2/C + gnd  #8,600 V, EPR insulation
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4033 ¢[E-72A) 53 |RGS-PVC coated conduit 481.89 | 879.42 [Pull rope Soft-F iber Polyester
¢ L UP105-5 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
5 9 UP105-13 1-2/C + gnd #12,600 V, EPR insulation
¢ ) UP105-11 1-2/C + gnd #12,600 V, EPR insulation
§ % UP105-15 1-2/C + gnd #8,600 V, EPR insulation
4034 ¢[E-72A) 53 |RGS-PVC coated conduit 0.00 879.42 |Pull rope Soft-Fiber Polyester
¢ J
§ 3
¢ )
4035§ E-72A g 53 |RGS-PVC coated conduit 0.00 879.42 |[Pull rope Soft-Fiber Polyester
4036 ¢[E-73A ) 53 RGS-PVC coated conduit 276.67 879.42 |UP106-5 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
LA UP106-15 1-2/C + gnd  #8,600 V, EPR insulation
Pull rope Soft-Fiber Polyester

For continuation, see next sheet.
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